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FIRE RATED GYPSUM

FILL SPACE WITH NONCOMBUSTIBLE FIRESTOP MATERIAL
AS MANUFACTURED BY CORNING, PENSIL, HILTI, OR 3M.
INSTALL PER MANUFACTURES INSTRUCTIONS. TOTAL
ASSEMBLY SHALL HAVE EQUAL RATING AS PARTITION AND
SHALL MEET ALL REQUIREMENTS OF ASTM-E814,
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|_— WOOD OR STEEL STUD

WRAP PIPE WITH FIRESTOP WRAP/STRIP,
1" WIDE TO FILL GAP. FRICATION FIT INTO
OPENING OR SECURE WRAP TO PIPEW/ 18
GAUGE STEEL TIE WIRE AND SLIDE INTO
OPENING FLUSH W/ EXTERIOR PANEL OF
FIRE RATED WALL BOARD.

WALL BOARD N /
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METAL PIPE OR
FIBERGLASS INSULATED
METAL PIPE

SEAL ENTIRE EDGE AND
SEAMS W/ ¥4" (6mm)
LAYER OF FIRESTOP CAULK

HANGER ROD.
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PROVIDE A SECTION OF HIGH
COMPRESSION STRENGTH
INSULATION AT EACH HANGER
POINT. INSULATION MAY BE
HALF ROUND OR FULL ROUND
AND EXTEND 2" BEYOND
GALVANIZED SHIELD EACH WAY.
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